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NOTES:

All dimensions in metres.
Do not scale from drawing.
For any discrepancies found please consult with design office.

- Manhole covers, where located in grass areas, shall be
surrounded by a concrete plinth, 200mm all round and
100mm deep formed with C20/25 concrete, 20mm
aggregate size, bedded in Clause 804 material. The plinth
shall incorporate mild steel reinforcement links and shall
have a bull-nose finish around its external perimeter. See
Section 3.13 of Wastewater Code of Practice for further
details.

- Pipe material to be uPVC
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