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PROPOSED ROAD GULLEY

PROPOSED STORM AJ

WATER TEST:
FOUL  & STORM SEWERS  SHOULD BE TESTED FOR A
MIN OF 30 MINUTES, UNDER A HEAD OF NOT LESS THAN
1M OR GREATER THAN  2.5M
OVER THE HIGEST POINT ON THE LINE UNDER TEST;
THE PIPELINE SHOULD 'STAND' FOR A PERIOD  2 HOURS
AFTER FILLING AND TOPPED UP AS NECESSARY
BEFORE COMMENCING  THE TEST.
THE MAXIMUM AMOUNT OF WATER LOSS SHOULD BE IN
ACCORDANCE WITH LOCAL AUTHORITY GUIDLINES

AN AIR TEST MAY  BE CARRIED OUT  IN LIEU OF THE
ABOVE AND IN ACCORDANCE WITH LOCAL AUTHORITY
GUIDLINES

AT TIME OF COMPLETION THE DEVELOPER SHOULD
ENSURE THAT ALL DRAINS WITHIN THE SITE ARE CLEAN
AND FREE OF OBSTRUCTIONS

LOCATION OF ALL STORM DRAINAGE ON THIS PLAN IS
INDICATIVE / REPRESENTATIVE ONLY.

ALL SERVICE CONNECTIONS FROM EACH INDIVIDUAL
HOUSE TO MAINLINE STORM TO BE 100Ø uPVC

A CONDITION SURVEY SHOULd ALSO BE CARRIED OUT
VIA CCTV
FOTTAGE AND PRESENTED TO THE LOCAL AUTHORITY
PRIOR TO SITE HANDOVER

EXISTING COMBINED
SERVICES SEWER
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